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This paper provides a smart photovoltaic (PV) inverter control strategy. The proposed 
controllers are the PV-side controller to track the maximum power output of the PV array and 
the grid-side controller to control the active and reactive power delivered to the electric grid 

through the inverter. A Volt-VAR regulator is proposed for controlling the reactive power 
exchange with the grid according to the voltage at the point of common coupling (PCC). The 
gains of the proposed proportional-integral (PI) controllers are optimized using a genetic 

algorithm (GA) via adaptive online tuning. The control methodology is then tested to a 33-bus 
radial distribution network under MATLAB/SimPowerSystem environment to prove the validity 
of the proposed control methodology and to analyze the interactions between the PV-based 

distributed generation (DG) and the power network. The optimal control of PV inverters 
demonstrated that the optimized Volt-VAR control strategy is both efficient and effective. The 
optimization of the PI controller parameters resulted in a good dynamic response under varying 

climatic conditions. The proposed control method enables the most efficient utilization of PV-
DG systems by extracting maximum power and contributing to grid voltage support. 

Keywords: active/reactive power control; PI controller optimization; photovoltaic grid integration; 

MPPT; genetic algorithm. 

 

 

1. Introduction 

 

The increasing demand for clean and reliable electricity generation from photovoltaic 

(PV) systems will lead to greater dependence of the grid integration requirements of these 

systems on advanced, efficient, and intelligent control solutions. And since the inverter is 

the interface unit between these renewable sources and the electric power grid, advanced 

control will be applied not only to generate AC power compatible with the grid power but 

also inverters should have some other inherent control capabilities for power management 

and power quality improvement to preserve the power quality regulations that imposed by 

the electric utility. By applying modern advanced power electronics technologies with 

intelligent control systems, inverters of PV systems will be more reliable, efficient, and able 

to control active and reactive power injected into the grid and provide dynamic grid 

support. 

PV systems are integrated into the electric grid via voltage source converters (VSC), so 

it is important to control the active and reactive power and regulate the point of common 

coupling (PCC) voltage to avoid voltage fluctuations. The control of PV three-phase 

inverters for new power grids has been addressed in many pieces of research. Sarina et al. 

[1] presented active-reactive power control of solar photovoltaic generator with MPPT and 

the system was tested to a 13-bus IEEE test system. In [2], Huijuan et al. proposed a control 

methodology for real and reactive power for three-phase single-stage PV systems. Ansari et 
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al. [3] provided a control methodology using fuzzy logic for MPPT of three-phase PV 

systems. In [4], Kim et al. presented a design and control of a grid-connected three-phase 

PV system using a 3-level inverter topology and LC filter. While, Saban et al. [5] focused 

on the MPPT of PV array using single stage, three-phase, three-level inverters. Volt-VAR 

control strategies were provided by Miguel et al. [6], the objective is to optimize the PV 

penetration into low voltage networks. In [7] Sarina et al. proposed an active-reactive 

power control for a two-stage PV system and the system has been tested to IEEE 13-bus 

system. Sotirios et al. [8] provided a control strategy for a two-stage grid-connected PV 

system with grid code compatibility. Many types of research such as [9][10][11] proposed a 

droop-based reactive power control for PV grid-connected systems. In [12], Khawla et al. 

discussed a control strategy for a three-phase grid-connected PV system that performs PV 

converter operations under normal operating conditions as well as symmetrical and 

asymmetrical grid voltage sag. Mohannad et al. [13] proposed a three-phase photovoltaic 

PID current control system tied to a low-voltage distribution grid. 

In this paper, a dynamic control model of a smart grid-connected system based on a PV 

system is developed. The PV inverter control system consists of two control schemes which 

are the maximum power point tracking (MPPT) control and the power control. The 

objective of MPPT control is to deliver the maximum PV array power to the grid and is 

implemented using fuzzy logic control (FLC). The MPPT generates a reference DC-link 

voltage which is permitted to vary between upper and lower limits. These limits should 

ensure stable and safe operation of the VSC control as the generated power from the PV 

array is dependent on intermittent solar resources and temperature. So, FLC is used to give 

a proper reference voltage with minor oscillations suitable for VSC control and grid 

interface as will be shown later. The power control is designed to control the flow of active 

and reactive power into the distribution grid. This is carried out by a voltage controller and 

two current controllers. The voltage control is implemented to regulate the DC-link voltage 

to maintain the power balance between the PV array and the grid. The current control is 

used to control the flow of active power and to determine how much reactive power should 

be injected into or absorbed from the grid corresponding to the output real power and 

following the standards for reactive power capability of PV inverters. The IEEE 1547 

standards [14][15] have recommended that DG should operate with a unity power factor 

(PF) or fixed PF near to unity with a maximum of ±0.95 PF operation mode. A novel 

optimized dynamic Volt-VAR control strategy is proposed to determine how much reactive 

power should be injected/absorbed for a given voltage at the PCC. The proportional-

integral (PI) controllers are used to regulate the current and voltage. An integral controller 

is used for the Volt-VAR regulator. Adaptive online GA optimization methodology is used 

to optimize the PI control parameters based on three-phase d-q transformation.  This paper 

also emphasizes the interactions between the PV system and the distribution network. 

Therefore, a dynamic simulation of the tested radial distribution power system is provided 

to reflect its performance for fast and robust analysis of the power network and to avoid the 

complicated mathematical model. Finally, the overall system and its proposed control 

methodology are implemented, tested, and verified by the simulation results implemented 

using the MATLAB/SimPowerSystem tool. 
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2.  System modeling 

 

Mathematical modeling is an essential tool to be used in the dynamic behavior and 

analysis of the different control strategies which will be applied to the system. Single-stage 

and two-stage grid-connected systems are commonly used topologies in PV applications 

[2]-[5]. A two-stage system has some disadvantages: less efficient, being larger, and more 

costly. Therefore, the single-stage structure is widely used nowadays due to its smaller size, 

lower cost, higher efficiency, and reliability [16]. 

In this paper, a single-stage three-phase multilevel inverter has been suggested to 

improve the performance of the proposed grid-connected PV system. Figure 1 provides the 

main building blocks of the three-phase grid-connected PV system. The main component of 

the PV system is the current-controlled VSC that interfaces the PV array with the electric 

grid.  While Table 1 represents the design parameters of the 1 MW PV array which will be 

the build-up unit of the proposed system. 

The PV array is connected to the DC side of VSC through a series of reverse-blocking 

diodes which prevent current flow from the VSC to the PV array at low solar radiation.  

While the AC side of the VSC is connected to the grid at the PCC through a series interface 

of resistance (R) and reactor (L), a shunt three-phase capacitor filter (Cf), and a three-phase 

transformer. The LC filter is connected in parallel to prevent the switching voltage and 

current harmonics generated by the PWM-based VSC from penetrating the electric grid. In 

emergency conditions, the circuit breaker (C.B) isolates the PV system from the 

distribution network. The three-phase transformer will help to set up the voltage to connect 

the PV system to the medium voltage distribution grid. It also acts as an isolator between 

the PV array system and the electric grid. In this work, the proposed PV system is 

considered as a distributed generation (DG) system connected to a medium voltage electric 

distribution grid. IEEE 33-bus test radial distribution system is utilized to test and prove the 

proposed control methodology. This distribution system has a total load of 3.72 MW and 

2.3 MVAr at 12.66 kV voltage level [17], detailed line data and bus data of the 33-bus test 

system can be found at [18].  

The VSC employs the pulse-width modulation (PWM) switching strategy and controls 

the real and reactive power delivered to the grid. Also, VSC allows the regulation of the PV 

array (DC) voltage and enables MPPT. The DC-link capacitor, Cdc, provides a low 

impedance path for the high-frequency components of the VSC DC-side current and, 

therefore, eliminates the DC-link voltage ripple. The control is exercised in a d-q frame that 

is synchronized to the grid voltage vector through a phase-locked loop (PLL) [19]. The 

phase-locked loop's main function is to transfer the signals from natural reference frame 

components (abc) to the direct and quadrature (d-q) reference synchronous frame 

components to perform decoupled power control and also to provide the rotation frequency 

at the point of common coupling (PCC). First, the PLL computes the rotation frequency of 

the grid voltage by transforming it to the synchronous d-q frame, and then it forces the 

quadrature component of the voltage (Vq) to be zero to eliminate the cross-coupling in the 

active and reactive powers. The d-axis component will be associated with the active power 

and the q-axis component with the reactive power. So the active and reactive power can be 

controlled with the d and q axis components as well. The rotation frequency is obtained 

using a proportional-integral controller. The output from the PI controller is the rotation 

frequency ω in rad/s. Integrating this term results in the rotation angle θ in radians.  
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The next sections present a detailed description of the analytical model of each 

component of the proposed system. 

 

Table 1 Design parameters of 1 MW PV array 

Parameter Design value 

  

Vdc (inverter input voltage) 600 V 

Vac (inverter output voltage) 400 V 

Cdc 0.1667 F 

R 1.5e-4 Ω 

L 50 µH 

Qc 100 KVAr 

The base voltage of transformer primary side 400 V 

The base voltage of transformer secondary side 12.66 kV 

Base Power 10 MVA 
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Fig. 1.  Schematic diagram of single-stage/three-phase PV grid-connected system. 

 

2.1. PV array system model 

 

“Typically, PV cell is a simple P-N junction diode which converts solar radiation directly 

into electricity [20]”. The PV cell model consists of a current source representing the 

current generated from PV, a parallel diode, shunt resistance, and series resistance. The PV 

array output current is represented by Eq.1 [20][21] and the technical specifications of the 

PV module under study are provided in Table 2. 
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Where vpv is the PV module output voltage (V), Ns is the number of modules connected in 

series, Np is the number of strings connected in parallel, Il is the light generated current (A), 

A is the ideality factor, k is the Boltzmann’s constant (1.38×10-23 joule/ºK), q is the 

electronic charge (1.602×10-19 coulomb), Tref is the reference temperature (301ºK), Ios is the 

cell reverse saturation current (A), Tc is the cell temperature (ºC), ksc is the short-circuit 

current temperature coefficient, Rad is the solar radiation (W/m2) and Isc is the module 

short-circuit current at 25 ºC and 1000 W/m2. 

 

Table 2 Technical specification of the PV module 

Parameter Value 

Maximum Power (W) 260 

Maximum Power Voltage Vmp (V) 31.9 
Maximum Power Current Imp (A) 8.25 

Open Circuit Voltage Voc (V) 37.5 

Short Circuit Current Isc (A) 8.74 A 
Module Area (m2) 1.6355 

Module Efficiency 15.9% 

2.1. Inverter model 

Voltage source inverters are mainly used to convert a constant DC voltage into 3-phase 

AC voltages with constant magnitude and frequency [4]. In this paper, a single-stage three-

phase three-level neutral point clamped (NPC) [4][5][16] inverter will be used as an 

interface to transfer the PV-produced power to the grid. In this case, the inverter will carry 

the power conversion function and the MPPT in one stage without the requirement of other 

power electronic converters such as DC-DC converters as in two-stage conversion methods.  

The single-stage conversion with central inverter topology has the advantage of higher 

inverter efficiency. As efficiency is one of the major concerns in the PV system, central 

inverter-based PV system configuration is a better also and more economical choice. Since 

a single converter is used, the total harmonic distortion (THD) losses in the system are 

reduced. Therefore it is the first choice for medium and large-scale PV systems. The central 

inverter topologies are mainly built with three-phase full bridges with isolated gate bipolar 

transistors (IGBTs) and the low-frequency system as shown in Figure 1. The inverter is 

composed of twelve switches with each phase output connected to the middle of each 

“inverter leg”. Two switches in each phase are used to construct one leg. The inverter 

output AC voltage is obtained by controlling the semiconductor switches ON/OFF to 

generate the desired output waveform. Pulse width modulation (PWM) techniques are 

widely used to perform this task. In which three reference signals are compared to a high-

frequency carrier waveform. The result of that comparison in each leg is used to turn the 

switches ON or OFF. This technique is referred to as sinusoidal pulse width modulation 

(SPWM). It should be stated that the switches in each leg should be operated 

interchangeably, to avoid a short circuit of the DC supply. Insulated Gate Bipolar 

Transistors (IGBTs) and power MOSFET devices can be used to implement the switches.  

The NPC inverter topology offers many advantages which are reduced switching losses; 

only half the voltage has to be switched resulting in reduced switching losses in the 

transistor. In the proposed system, NPC topology uses 300V components instead of 600V 

types. The NPC topology also has lower output voltage transients and reduced ripple in the 

output current. This will reduce the size and cost of the required filter for filtering and 

isolation functions. Another advantage is that the total +/- supply voltage is shared; the DC 
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voltage is divided in a positive and in a negative voltage which supports the serial 

connection of DC-capacitors without problems of leakage compensation. 

Three-phase inverter-based PV systems are with power ratings higher than 5 kW and are 

usually grid-connected. Three-phase converters are practically implemented in the PV 

system using three single-phase converters connected to each load terminal [4][5]. This is 

because for a three-wire topology relatively higher DC voltage value (600 V for a 400 V 

three-phase grid) is required and is limited to 1000 V due to safety reasons in installation 

procedures [3]. 

 

3. Control of the three-phase PV inverter 

 

A control system of a grid-connected three-phase 3-level inverter system as shown in 

Figure 1 consists of two main controllers; the PV-side controller for the maximum power 

point tracking (MPPT), and the AC-side controller for the inverter. These controllers are 

incorporated with the overall system controller in the inverter circuit that is regulated with 

the DC link voltage, the line voltage at the PCC, the inverter current, and the grid current. 

The PV-side controller is used to regulate the DC link voltage of the inverter; to achieve the 

maximum power from the PV array. FLC method is applied for the MPPT. Three PI 

controllers will be used for voltage and current controllers of the VSC control, while, an 

integral controller will be used for the Volt-VAR regulator. 

 The control function of the 3-level NPC inverter is to regulate DC voltage and supply 

power generated by the PV array to the grid with low harmonic currents. The current 

controller is implemented in the d-q synchronous frame and its manipulated variables are 

generated in the d-q coordinate system. Since phase quantities are required in the PWM 

switching pattern, PI controller results are transformed back to the abc coordinate system 

and then back into phase quantities.  

 

3.1 PV-side controller - MPPT 

 

The PV controller's purpose is to extract the maximum power of PV arrays considering 

the nature of the resource (intermittent solar radiation and temperature). There are several 

methodologies to track the maximum power point (MPP) of the PV array divided into two 

categories: conventional methods and artificial intelligence methods [22][23][24].The most 

famous based conventional MPPT methods are the Perturb and Observe (P&O) and the 

Incremental Conductance method. The artificial intelligence-based methods are Fuzzy 

logic-based MPPT and Neural Networks based ones. Both Conventional and artificial 

intelligence (AI) methods have their advantages and drawbacks. Conventional methods are 

easy to implement and compatible to operate with Photovoltaic array of any size, while 

their disadvantages are that they are considered slower than other artificial intelligence 

methods and they also show slow response in sudden temperature and solar irradiance 

changes, so they may fail in tracking the maximum power. Moreover, artificial intelligence-

based MPPT methods show very fast response under any operating condition changes, 

resulting in very accurate results and they can work under instant temperature or solar 

irradiance changes efficiently. The drawbacks of the AI methods are that they are 

complicated in design, they need very fast processors to be implemented physically or 

otherwise, they will run very slowly. In our work, a conventional method P&O is compared 
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to the Fuzzy logic-based method. In the applied methods, the output of MPPT generates 

voltage reference for the inverter voltage controller.  

 

3.1.1 The perturb and observe method  

 

Perturb and observe (P&O) MPPT technique is the most widely used one as it is the 

simplest method of all MPPT techniques [22][23]. In P&O, the terminal voltage and output 

current of the PV array is measured, and then the actual Power can be calculated and the 

reference voltage output of the PV array is varied until the MPP is achieved. The drawback 

of the P&O algorithm is that in case of a sudden increase in solar irradiance, the P&O 

reacts as if the increase occurred as a result of the previous perturbation of the array 

operating voltage. Therefore, the next operation will be in the same direction as the 

previous one which may be the opposite direction of maximum power. When the irradiance 

change decreases or stops the MPPT will get back to its normal behavior [22][23][24]. 

 

3.1.2 Fuzzy logic-based MPPT 

 

As mentioned earlier that in the case of grid interface, a constant DC reference must be 

supplied to the VSC for stable operation of PV grid-connected system. Moreover, the 

conventional MPPT techniques change the reference voltage in a wider range with the 

change of solar radiation. FLC has been used in the MPPT of PV systems especially single-

stage ones as it is robust and relatively simple to design and the required output, in that 

case, is the voltage reference. FLC is also suitable for nonlinear problems [2][3][25]. The 

proposed system in this study is a single-stage; it doesn’t contain a DC-DC converter. 

Therefore, the MPPT controller will output a DC reference voltage as an input to the 

inverter, not a duty cycle. The slope of the P-V curve (∆Ppv/∆Vpv) and the change of slope 

(∆E) were used in this work as the input control variables to the fuzzification stage. The 

inputs to the FLC are the change in voltage and the change in the PV array output power. 

The FLC output will be the change in DC voltage (∆V) which is then integrated to obtain 

the desired reference DC input voltage to the inverter. Seven membership functions are 

defined for the input variables and nine membership functions for the output variable. The 

shapes of these functions are triangular and they are normalized to [-1 1], [-2 2] for the 

input variables, and [-1 1] for the output variable. Because of normalization, the 

characteristics are controlled through input and output gains, to reduce the tuning 

complexity of the FLC.  

 

)()1(

)()1(

jVjV

jPjP

V

P
E

pvpv

pvpv

pv

pv









                                              (3) 

)()1( jEjEE                                                                    (4) 

 

Where E and ∆E are the error and change of error, respectively, ∆Ppv and ∆Vpv are the 

change in PV array output power and the change in PV array output voltage, respectively. 

 

3.2 Grid-side controller 
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This controller has the purpose to fulfill these basic requirements: control of the active 

power delivered by the source to the grid, control of the reactive power exchange with the 

grid, power quality regulations; high quality and high efficiency of the injected power, and 

grid synchronization.  

The grid-side controller as illustrated in Figure 2 consists of two control schemes 

discussed as follows: 

 

3.2.1 The voltage controller 

 

The DC output voltage of the PV array is measured after passing through a low pass 

filter to attenuate any high-frequency components and then compared to the dc voltage 

reference outputs from the MPPT controller to generate the d-axis current reference Idref. 

The DC voltage regulation is implemented to control the active power output of the 

inverter. The equation of this control loop is given as follows [9][26]: 

 

 
t

dcrefdcidcrefdcpdref dtVVkVVkI
0

)()(                                                            (5)         

 

Where Idref is the reference value of the d-axis current component, Vdc and Vdcref are the 

DC actual and reference value of the input voltage to the inverter (PV side). kp and ki are the 

proportional and integral gains of the PI voltage controller. 
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Fig. 2. Control of the three-phase VSC in the d-q frame. 

 

3.2.2 The current controllers 

 

The current controllers consist of two control loops for active and reactive power 

control. These current controllers are used to regulate the output power of the PV array 

system. Each current loop contains a PI controller that regulates the output current to follow 

its reference values. The measured three-phase voltages and currents at the PCC are 

transformed to the synchronously rotating reference at the grid frequency as clarified in 

Figure 2. Then the current reference designed with synchronous reference d-q axis frame is 

oriented to the d-axis rotating at the grid frequency. The output of PI controllers is used to 
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generate the voltage commands for the inverter PWM switching. The current control loops 

can be expressed in the rotating d-q reference frame by the following equations [9][26]: 

 

   dtIIKIIKV
t

drefdicdrefdpcd  
0

                                                       (6) 

   dtIIKIIKV
t

qrefqicqrefqpcq  
0

                                                      (7) 

ddqTgdTd VVILIRV  *
                                                                                 (8) 

qqdTgqTq VVILIRV  *
                                                                                  (9) 

 

Where, ∆Vd and ∆Vq are the controlled values of the d-axis and q-axis components of 

PCC voltage, Id is the d-axis actual current, respectively, Iq and Iqref are the q-axis actual and 

reference current, respectively, Vd and Vq are the d-axis and q-axis components of the PCC 

voltage, Vd
* and Vq

* are the reference values of d-axis and q-axis components of the PCC 

voltage, respectively, Kpc and Kic are the PI gains for current controllers, RT and LT are the 

total feed-forward resistance and inductance, respectively. ɷg is the angular frequency of 

the grid, ɷg=2πf where f is the fundamental frequency (50 Hz). 

3.2.3 Reactive power control strategy 

It is commonly known that PV systems provide only active power. The objective of a 

reactive power controller is to enable the inverter to provide reactive power in addition to 

the active power.  Reactive power control methodologies can be static or dynamic. In static 

reactive power control, the amount of reactive power can be identified using a constant or a 

variable power factor. This method has the drawback that it may cause additional reactive 

power flow in the network even when the grid voltage is within the limits. Using the 

dynamic reactive power control, the reactive power injected into the grid can be controlled 

based on PCC voltage regulation. The reactive power control can be implemented using 

different methods:  

Fixed unity power factor: In the case of unity power factor, there is no reactive power 

support (in that case the reference reactive power (Qref) will be zero).  

Static reactive power control (fixed or variable power factor): The static reactive power 

control methodologies have the drawback that they may cause additional reactive power 

flow and may lead to overloading of the distribution transformer.  

Dynamic Volt-VAR control (fixed or variable power factor): Figure 3 provides the 

proposed dynamic Volt-VAR regulator. The objective of this methodology is to maintain 

the voltage at the PCC at its steady-state limit. The grid voltage will be compared to its 

reference value and the voltage regulation will be achieved with the injection or absorption 

of reactive power according to the PV inverter’s reactive power capability limit. The output 

of this controller is Iqref and its min and max limits can be calculated using the following 

formula [26][27]: 

  qd IVQ 
2

3
max                                                                                        (10) 

 

Where Qmax is the maximum permissible reactive power of the PV system which 

corresponds to 0.95 PF; according to the allowable reactive power capability of PV 

inverters shown in Figure 4 [28]. According to the system operator, control system, and the 

method used for reactive power control, the reactive power that is to be transferred is 
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decided. The half-circle denotes the power capability limit of the inverter. The inverter 

cannot operate outside its limit since it is limited by the nominal power of the generator. 

For operating at 0.95 PF, the operating region is determined by the two vertical lines.  
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Fig. 3. Block diagram of dynamic Volt-VAR regulator. 

 

 
 

Fig. 4. Capability curve of the inverter. 

 

4. GA-based PI controller tuning 

 

GA optimization methodology is utilized to search the optimal parameters of the 

multiple PV system controllers. GA has been widely used for solving optimization 

problems of electrical power systems. The heuristic search of GA is based on the principle 

of survival of the fittest. The GA is initialized with a set of randomly generated initial 

candidate individuals. These individuals are subjected to a selection process based on their 

relative fitness. New candidate solutions are created from the previous set by genetic 

operators (crossover and mutation) [15][29]. To run the GA solver, it is necessary to 

provide the fitness function, the number of parameters, and the boundary limit of the 

parameters which is needed to limit the solution within the design space. Figure 5 shows 

the flowchart of the proposed GA optimization methodology for the PI parameters' tuning.  

The voltage PI controller, current PI controllers, and Volt-VAR regulator parameters are 

tuned by applying a genetic algorithm (GA). The errors are measured and a fitness 

evaluation function is performed to calculate the overall responses for each of the sets of PI 

gains and from the responses generates a fitness value for each set of individuals which can 

be expressed by [30]:  

 

dttetxf
t
 0

)()(                                                                                                (11) 
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Fig. 5. Flowchart of PI tuning optimization. 

 

The goal of the indicated objective function is to find the set of PI parameters that gives 

a minimum fitness value (i.e. minimum error e(t)) over the period [0, t]. The fitness 

function is the integration of time multiplied by absolute error (Integral of the time-

weighted absolute error (ITEA) criterion). When this cycle is completed, it produces new 

sets of PI values which ideally will be at the fitness level higher than the initial population 

of PI values. These new sets of PI values are then passed to the fitness evaluation function 

again where this process is repeated until reaching the tolerance or the stop criterion is met. 

This process is performed by interfacing the MATLAB/SimPowerSystem and the GA 

optimization toolbox in the MATLAB environment through adaptive online optimization 

methodology. This means that the objective function value and gain values are assigned 

during the execution of the program which allows the PI gains to be updated while the 

simulation is running until reaching the optimal gain values (achieve the objective function 

and fulfill the system’s constraints). 

 

5. System simulation 

 

A simulation of the 33-bus radial test system is conducted in 

MATLAB/SimPowerSystem toolbox to demonstrate the effectiveness of the developed 

smart inverter control system. The simulation time is adjusted to run for 1.5 seconds with a 

sampling period of 5μs. The dynamic modeling of the power system with the installed 

renewable energy systems is very important to test the dynamic behavior of the complete 

system. Also, it is very important to test the radial system with renewable energy using 

realistic data of solar radiation and analyzing the control system performance. The real-time 

simulation is also important for checking the improvement in energy losses and 

investigating the voltage profiles under various meteorological conditions. Figures 6-8 

show the implementation of the three-phase PV-based DG connected to a 33-bus radial 

power system. The figures also represent the implementation of different control systems 
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for Fuzzy-MPPT and VSC.  Energy management and monitoring unit are used for 

monitoring and three-phase measurements of the whole parameters of the proposed and 

tested systems, then calculating the power flow and obtaining the voltages at all buses and 

power losses at all branches using variable solar radiation data. The capacities of PV arrays 

are optimally achieved as indicated in [31]. The optimal PV array sizes are 800 kW and 1 

MW located at buses 14 and 30. The total number of series modules Ns is determined 

according to the operating system voltage (600 V), which will be 19. While the total 

number of parallel strings Np is depending on the rated power of the PV array and the 

number of series modules. For an 800 kW PV system, Np is 164, while in the case of a 1 

MW PV system, Np is 205. 

 

 
 

Fig. 6. Implementation of VSC voltage and current controllers in MATLAB/SIMULINK. 
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Fig. 7. Implementation of 1 MW PV array system in MATLAB/SIMULINK. 

 

 
 Fig. 8. Implementation of PV array connected to the 33-bus radial test system in 

MATLAB/SIMULINK. 

 

6. Results and discussion 

 

The dynamic modeling of the PV array system is implemented in the 

MATLAB/SimPowerSystem toolbox to verify the system performance and test the applied 

control methodology. The test is done under various scenarios using practical data for the 

tested power system, real weather data for solar radiation and temperature.  

Figure 9 shows the maximum output power of the PV array for different MPPT 

techniques; P&O and the proposed fuzzy method at different radiation levels. The fuzzy 

method gives better results for transient and steady-state operating conditions of the PV 

array. It is clear also that the output power is proportional to the solar radiation. Thus, FLC 

can perform MPPT effectively under changing weather conditions. 
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Fig. 9. The maximum output power of PV array for different MPPT techniques. 

 

6.1 Optimal PI tuning using GA 

 

Table 3 represents the optimal tuned parameters of the PV system’s PI controllers using 

GA. While Figure 10 clarifies the fitness function convergence of the voltage controller. 

Figures 11 and 12 give the fitness function convergence of current and Volt-VAR 

controllers, respectively. As shown in these figures, the fitness function value of the error 

decreases until reaching the best fitness value after approximately ten generations. The GA 

stops at generation 41 before reaching the maximum number of generations (50) as the 

error tolerance is achieved and minimized to the best value. The effect of tuned parameters 

on the overall system’s performance will be discussed in the following sections. 

 

Table 3 Tuned parameters of PI controllers using GA 

PI controller Kp Ki 

Voltage controller 1.25 379.836 

Current controllers 0.559 24.757 

Var controller ------ 127.8 

 

 
Fig. 10. Convergence of voltage controller’s fitness function. 
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Fig. 11. Convergence of current controller’s fitness function. 

 

 
Fig. 12. Convergence of volt-var controller’s fitness function. 

 

6.2 Unity PF operation mode 

 

The inverter was controlled at two operating modes: Unity PF and the reactive power 

generation mode at which the voltage is regulated by controlling the supplied reactive 

power. In that case, the PF is adjusted to be 0.95 to be able to deliver reactive power to the 

power system within the accepted grid limits. Figure 13 shows the PV array output voltage 

against the reference voltage generated by the MPPT controller with and without tuning, it 

is clear from this figure that the fuzzy-based MPPT control system finds the best possible 

DC voltage output that ensures the maximum power point of the PV array and at the same 

time maintaining the DC voltage stability which is very important to single-stage inverters 

with Volt-VAR control function.  

Figures 14 and 15 illustrate the d-q components of PCC current against the reference 

values of Id and Iq generated from the two PI current controllers before and after optimal 

tuning. Regardless of the operating point of the PV system, the power factor is adjusted to 

be unity (Qref = 0), so the Iq is equal to zero. Therefore, the PV system supplies no reactive 

power with the help of optimally tuned current controllers; there will not be any regulation 

over the AC voltage. Id is the current component that is responsible for controlling the 

active power output of the inverter delivered to the electric grid at PCC. Therefore, it can be 

observed that Id changes linearly according to the solar radiation level. It can be depicted 

also that with GA tuning, there is an effective change of Id towards the optimal reference 

value. GA tuning results in a better dynamic response of the PI controllers and therefore 

they give a better dynamic performance of the whole system.  
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For the voltage at the PCC, the PLL forced the quadrature component of the voltage (Vq) 

to be zero to decouple the active and reactive power control. The d-axis component will be 

associated with the active power and the q-axis component with the reactive power. The 

maximum value of the output AC voltage is 400 V corresponding to 600 DC input voltage 

as discussed earlier. The total harmonic distortion (THD) in the output AC waveforms is 

calculated using the fast Fourier transform (FFT) toolbox in MATLAB/SimPowerSystem. 

The THD in the inverter output voltage waveform is 40.64% reduced to the standard limits 

after passing the LC filter.  

 

 
 

Fig. 13. The PV array output voltage at different radiation levels. 

 

 
Fig. 14. Actual and reference direct control currents. 

 
Fig. 15. Actual and reference quadrature control currents. 

 

The output voltage of the LC filter is almost pure sine. The THD in the filtered voltage 

waveform is 4.07% during transients (regarding that the simulation is performed under the 

high transition of solar radiation – it is changing from 250 W/m2 to 1000 W/m2). While, 
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the THD at steady-state conditions is approximately 1.33% representing a very good 

waveform; delivering power of high quality to the electric distribution system. The PV 

output AC voltage is 400 V and the voltage level of the tested 33-bus system is 12.66 kV, 

so, a transformer is required for voltage boosting and isolation of the PV system and the 

electric grid. The THD in the transformer secondary voltage waveform is 1.29% during 

radiation change periods and 0.36% during steady-state conditions.  

Figure 16 shows the current at PCC of the PV array and the current drawn from the 

substation. At a low radiation level, the AC output current of the PV array is low, so, more 

current will be drawn from the electric grid to supply the electric loads. At a high radiation 

level (1000 W/m2), the current drawn from the electric grid will decrease as the PV array 

output current increases.  

 

 
Fig. 16. Current waveforms at different points of the system. 

 

Figure 17 provides the PV array output power delivered to the electric grid at PCC, the 

total load power (active and reactive), and the power supplied from the electric grid of the 

33-bus test system. It can be depicted from this figure that the load is fed from the 

substation and the PV generating units. Therefore, the power supplied from the grid will 

decrease as the PV array output power increases. It can also be noticed from the figure that 

the maximum value of PV array power changes according to the solar radiation based on a 

linear relationship that exists between solar radiation and PV array output power. It is also 

clear that the MPPT based FLC tracks the maximum output power of the PV array. The 

tested system consists of two PV array systems rated 800 kW and 1 MW placed at buses 14 

and 30, respectively. The total active power load of this system is 3.72 MW and the total 

maximum output power of the PV arrays at the standard radiation level (1000 W/m2) is 1.8 

MW. Figure 18 shows the reactive power, the output reactive power of PV inverter remains 

zero irrespective of the radiation change keeping the power factor unity. Therefore, the 

reactive load is supplied from the electric grid. In that case, the substation power is feeding 

the electric loads and the total system losses. 
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Fig. 17. PV array output power, load power, and grid power for the 33-bus system. 

 
Fig. 18. Reactive PV array output power,load power, and grid power for the 33-bus system. 

 

The AC voltage regulation tries to keep the voltage at PCC at a certain defined level 

through the Volt-VAR controller which provides sufficient reactive power according to the 

inverter reactive power capability curve limits. Figure 19 represents the quadrature current 

component responsible for reactive power exchange pre and post-tuning of the Volt-VAR 

regulator at different radiation levels. The Volt-VAR controller operates to control the 

reactive power exchange at the PCC to regulate the voltage within the standard limits. It 

can be depicted also that with GA tuning, there is a better dynamic response of the Volt-

VAR controller.  The regulator also gives better tracking of the Iq optimal reference value. 

The Volt-VAR controller is tested for two cases: dynamic reactive power control using 

variable PF and fixed PF (0.95 lag and lead). In the case of variable PF, the inverter 

capability according to Figure 7 is the circle diameter. While in the case of fixed PF, the 

reactive power capability of the inverter is between -0.333 and 0.333 p.u to preserve the PF 

limits within 0.95 lead or lag.  

 
Fig. 19. Quadrature current component with and without tuning of Volt-VAR regulator. 

 

Figure 20 clarifies the quadrature current for different loads (resistive, inductive, and 

capacitive) with dynamic Volt-VAR control at variable PF. If Iq is greater than zero, then 
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the inverter absorbs reactive power. But, if the value of Iq is less than zero, then the inverter 

delivers reactive power to the power system. In that case, the voltage magnitude at the PCC 

will be constant regardless of the load change and solar radiation change as illustrated in 

Figure 21. The AC voltage regulator keeps the voltage at the PCC at a certain defined level. 

 
Fig. 20. Quadrature current for different loads with dynamic Volt-VAR control at variable 

PF. 

 
Fig. 21. The voltage at PCC for different loads with dynamic Volt-VAR control at variable 

PF. 

Figure 22 represents the quadrature current for different loads with dynamic Volt-VAR 

control at fixed PF. It can be noted that the actual current and the reference current curves 

coincide which means that the Volt-VAR controller tracks the reference current value. 

While Figure 23 shows the PCC voltage for the same case. It can be depicted that the 

reactive power exchange is less than its value in the case of variable PF as it has been 

restricted to the standard reactive power capability curve for the PV inverter (As noted in 

Figure 6, the Q compensation is restricted to the two vertical lines ±0.33 for 0.95 PF lag or 

lead). It can be noted also that the PCC voltage is changing but within the allowable limits, 

especially at high radiation levels.  
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Fig. 22. Quadrature current for different loads with dynamic Volt-VAR control at fixed PF. 

 

 
Fig. 23. The voltage at PCC for different loads with dynamic Volt-VAR control at fixed PF. 

 

Figures 24 provide the d-q synchronous reference frame controlled currents that are 

responsible for controlling reactive power of the inverter, for the 33-bus test system. It is 

noted that in Q generation mode, Iq has a value related to the dynamic voltage regulation at 

PCC and is limited to the reactive power capability of the PV inverter. Figure 25 shows the 

reactive power flow over the distribution system in the case of reactive power 

compensation of the PV inverter. The PV inverter provides a portion of the reactive power 

compensation throughout the distribution network. The amount of supplied reactive power 

increases with the increase in solar radiation as the PV array output power increases.  

 

 
Fig. 24. Actual and reference quadrature control currents at Volt-VAR control. 

 

 
Fig. 25. Reactive PV array output power, load power, and grid power at Volt-VAR control 

for the 33-bus system. 
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Figure 26 represents the voltage profile of the 33-bus system at different radiation levels 

and consequently different power levels output from the PV array. This figure is 

represented for the two laterals at which the PV array generation units are connected. 

Lateral number 1 is for buses from 1 to 18 (PV array placed at bus 14; Figure 26. a) while 

lateral number 2 is for buses from 26 to 33 (PV array placed at bus 30; Figure 26. b). It can 

be noted that as the output power increase, the voltage profile values increase and improve 

the voltage level within the permissible grid limits. Similarly, the active power losses 

improve (gaining more reduction) with the radiation increase as given in Figure 27. 

 
Fig. 26. Voltage profile for the 33-bus system. 

 

 
Fig. 27. Active power losses of the 33-bus system at different radiation levels. 

5. Conclusion 

 

The PV inverters are usually set to operate at a unity power factor. So, the PV arrays only 

supply active power to the utility grid. In this paper, a dynamic control methodology was 

proposed for reactive power control of PV inverters. As a result, the PV generators can be 

used as a controlled reactive power source which is a requirement for future smart power 

grids. The proposed smart PV inverter control technique has been performed to achieve two 

control objectives which are the maximum power point tracking (MPPT) control and the 

active/reactive power control. The MPPT control is used to deliver the maximum PV array 

power to the grid. The power control is designed to regulate the voltage and the reactive 

power injected into the grid. The optimized Volt-VAR control strategy is used to determine 

how much reactive power should be injected into the grid corresponding to the output real 

power, the output voltage and at the same time following the IEEE standards for the 
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reactive power capability of PV inverters. Adaptive GA optimization methodology is used 

to optimize the proposed controllers’ parameters. A robust MPPT technique using fuzzy 

logic was proposed which is suitable for single-stage PV inverters. The results showed that 

the FLC-based MPPT outputs a stable reference DC voltage with minor oscillations 

suitable for grid integration and Volt-VAR control capability of PV inverters. The active – 

reactive decoupled control of PV inverters was performed for unity power factor and Volt-

VAR compensation. The GA optimization of the PI controllers’ parameters has been 

proven good performance under varying solar radiation. The proposed control technique 

was then tested to a 33-bus radial distribution system using their dynamic models in 

MATLAB/SimPowerSystem environment to validate the proposed control methodology 

and to show the interactions between the tested distribution network and the multiple 

renewable PV-DG systems with its proposed control methodology. The results prove that 

the proposed PCC Volt-VAR controllers lead to effective and robust PCC voltage 

regulation using PV systems with both active and reactive power. Further, the proposed 

operation strategies enabled the effective utilization of PV power to contribute to grid 

voltage control. The proposed control strategy in this work is also robust to consider 

different topologies of distribution networks with multiple PV-DG sources. 
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